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E

8"X8"X6" TEE
W/ (2) 8" GV
AND (1) 6" GV

PROPOSED 8" PVC
C-900 DR-18
WATERLINE
(≈930 LF)

18" C & G-TYP.
ALL PARKING
SPACES ARE
10'X20'

ALL PARKING
SPACES ARE
10'X20'

5' WIDE
SIDEWALK

CONNECT TO EXISTING STEEL PIPE
WATER LINE- FIELD VERIFY CONNECTION
LOCATION WITH MIKE GIBERT WITH THE
TOWN OF BOILING SPRINGS

NOTES:
1. CURB AND GUTTER TO BE CONSTRUCTED IN 10 FOOT LENGTHS.
2. 1/2 INCH EXPANSION JOINT SHALL BE PROVIDED AT INTERVALS NOT
TO EXCEED 100 FEET.  AT THE ENDS AND MID-POINT OF RETURNS, AND
AT ANY POINT WHERE THE NEW CURB AND GUTTER ABUTS OTHER
CONCRETE STRUCTURES AND ASPHALT.
3. 10 FOOT LONG TRANSITIONS SHALL BE PROVIDED BETWEEN PITCHED
CURB AND VALLEY CURB.

6"

6"

18" CURB AND GUTTER
N.T.S

1" RAD

6"

1" RAD

12"

6"

PROPOSED 6" GV

ALL CONCRETE SPHERE
BOLLARDS ARE TO BE
CENTER AND EVENLY
SPACED IN CONCRETE
ISLANDS

A - DRIVEWAY ACCESSIBLE FOR BOX/GARBAGE TRUCK
B - DRIVEWAY ACCESSIBLE FOR CAR ONLY
C - DRIVEWAY ACCESSIBLE FOR FUEL TANKER/TRACTOR TRAILER

ACCABBC

CONNECT TO EXISTING STEEL PIPE
WATER LINE- FIELD VERIFY CONNECTION
LOCATION WITH MIKE GIBERT WITH THE
TOWN OF BOILING SPRINGS

PROP. 8"X8"X6" TEE
W/ (2) 8" GV
(1) 6" GV AND
(1) 8" PLUGPROP. 8"X8"X6" TEE

W/ (2) 8" GV
(1) 6" GV AND
(1) 8" PLUG

A

THIS SECTION OF EXISTING WATER LINE
IS TO BE ABANDONED AND ALL SERVICE
ARE TO RECEIVE NEW METERS AND
CONNECTED TO THE NEW SECTION OF
WATER LINE.
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